MIAMI-DADE COUNTY
PRODUCT CONTROL SECTION
DEPARTMENT OF REGULATCRY AND ECONOMIC RESQOURCES (RER) 11805 SW 26 Street, Room 208
BOARD AND CODE ADMINISTRATION DIVISION T {786) 315-25%0 F (786) 315-2599

NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/economy

Eco Window Systems, LL.C

8502 N'W 80 Street

Medley, FL. 33166

ScopE:

This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed and accepted by Miami-Dade County RER -
Product Control Section to be used in Miami Dade County and other areas where allowed by the Authority
Having farisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Section {(In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right
to have this product or material tested for quality assurance purposes. If this product or material fails to
perform in the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may
immediately revoke, modify, or suspend the use of such product or material within their jurisdiction. RER
reserves the right to revoke this acceptance, if it is determnined by Miami-Dade County Product Confrol
Section that this product or material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building
Cade, including the High Velocity Hurricane Zone.

DESCRIPTION: Series “Eco-Guard 200” Aluminum Horizontal Rolling Window — L.M.L

APPROVAL DOCUMENT: Drawing No. W09-12, titled “Eco-Guard Series-200 Alum. Horiz. Rolling
Wdw. (L.M.1.)" sheets 1 through 7 of 7, dated 02/24/09, with revision F dated 10/19/17, prepared by Al-
Farooq Corporation, signed and sealed by Javad Ahmad, P.E., bearing the Miami-Dade County Product
Control Revision stamp with the Notice of Acceptance number and expiration date by the Miami-Dade
County Product Control Section.

MISSILE IMPACT RATING: Large and Small Missile Impact Resistant

LLABELING: Each unit shail bear a permanent label with the manufacturer's name or loge, city, state,
model/series, and following statement: "Miami-Dade County Product Control Approved", unless otherwise
noted herein.

RENEWAL of this NOA shall be considered after a renewal applicaticn has been filed and there has been
no change in the applicable building code negatively affecting the performance of this product.
TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change
in the materials, vse, and/or manufacture of the product or process. Misuse of this NOA as an endorsement
of any product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure
to comply with any section of this NOA shall be cause for termination and removal of NOA.
ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Fiorida, and
followed by the expiration date may be displayed in advertising literature. If any portion of the NOA is
displayed, then it shall be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its
distributors and shall be available for inspection at the job site at the request of the Building Official.

This NOA revises NOA# 15-0728.05 and consists of this page 1 and evidence pages E-1, E-2 and E-3, as

well as approval document mentioned above,
The submitted documentation was reviewed by Sifang Zhao, P.E.

G 2. / NOA No. 17-1102.23
ﬁ‘"/f ob (wi% Expiration Date: May 27, 2019
Approval Date: January 11, 2018
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Eco Window Svstems, LLC.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

A, DRAWINGS

1.

2.

Manufacturer's die drawings and sections.

(Submitted under NOA#09-0312.08}

Drawing No W(9-12, titled “Eco-Guard Series-200 Alum. Horiz. Rolling Wdw.
(L.M.L)", sheets 1 through 7 of 7, dated 02/24/09, with revision F dated 10/19/17,

prepared by Al-Farooq Corporation, signed and sealed by Javad Ahmad, P.E.

B. TESTS

1.

Test reports on: 1) Uniform Static Air Pressure Test, Loading per FBC, TAS 202--94

2) Large Missile Impact Test per FBC, TAS 201-94

3) Cyclic Wind Pressure Loading per FBC, TAS 203-94

4) Forced Entry Test, per FBC 2411.3.2.1, and TAS 202-94
along with marked-up drawings and installation diagram of an aluminum horizontal
sliding window, prepared by Fenestration Testing Laboratory, Inc., Test Report No.
FT1L-7635, dated 12/09/14, signed and sealed by Marlin D. Brinson, P.E.

(Submitted under NOA#14-0317.01)

Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94

2) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94

3) Water Resistance Test, per FBC, TAS 202-94

4) Forced Entry Test, per FBC 2411 3.2.1, TAS 202-94
along with marked-up drawings and installation diagram of a XOX aluminum
horizontal sliding window, prepared by Hurricane Engineering & Testing, Inc., Test
Report No. HETI-08-2226A, dated 01/15/09, signed and sealed by Candido F. Font,
P.E. (Submitted under NOA#(9-0312.08)
Test reports on: 1) Large Missile Impact Test per FBC, TAS 201-94

2) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of a XOX aluminum
horizontal sliding window, prepared by Hurricane Engineering & Testing, Inc., Test
Report No. HET1-08-2226B, dated 01/15/09, signed and sealed by Candido F. Font,
P.E. (Submitted under NOA#09-0312.08)
Test reports on: 1) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
along with marked-up drawings and installation diagram of a XOX aluminum
horizontal sliding window, prepared by Hurricane Engineering & Testing, Inc., Test
Report No. HETI-08-2227, dated 01/15/09, signed and sealed by Candido F. Font,
P.E. (Submitted under NOA#09-0312.08)

Sl 4 Zhao

Sifang Zhao, P.E.

Product Control Examiner

NOA No. 17-1102.23

Expiration Date: May 27,2019
Approval Date: January 11, 2018




Eco Window Systems, LLC.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

B. TESTS (CONTINUED)
S. Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
3) Water Resistance Test, per FBC, TAS 202-94
4) Forced Entry Test, per FBC 2411 3.2.1, TAS 202-94
along with marked-up drawings and installation diagram of a XOX aluminum
horizontal sliding window, prepared by Hurricane Engineering & Testing, Inc., Test
Report No. HETI-08-2228A, dated 01/15/09, signed and sealed by Candido F. Font,
P.E. (Submitted under NOA#09-0312.08)
6. Test reports on: 1) Large Missile Impact Test per FBC, TAS 201-54
2) Cyclic Wind Pressure Loading per FBC, TAS 203-94
- along with marked-up drawings and installation diagram of a XOX aluminum
horizontal sliding window, prepared by Hurricane Engineering & Testing, Inc., Test
Report No. HETI-08-2228B, dated 01/15/09, signed and sealed by Candido F. Font,
PE. (Submitted under NOA#09-0312.08}
7. Test reports on: 1) Large Missile Impact Test per FBC, TAS 201-94
2) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and instaliation diagram of a XOX aluminum
horizontal sliding window, prepared by Hurricane Engineering & Testing, Inc., Test
Report No. HETI-08-2229, dated 01/15/09, signed and sealed by Candido F. Font,
P.E. (Submitted under NOA#G9-0312.08)
8. Test reports on: 1) Large Missile Impact Test per FBC, TAS 201-94
2) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of a XOX aluminum
horizental sliding windew, prepared by Hurricane Engineering & Testing, Inc., Test
Report No. HETI-08-2230A, dated 01/15/09, signed and sealed by Candido F. Font,
P.E. (Submitted under NOA#09-0312.08)
9. Test reports on: 1) Large Missile Impact Test per FBC, TAS 201-94
2} Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of a XOX aluminum
horizontal sliding window, prepared by Hurricane Engineering & Testing, Inc., Test
Report No. HETI-08-22308B, dated 01/15/09, signed and sealed by Candido F. Font,
P.E. (Submitted under NOA#09-0312.08)

C. CALCULATIONS
1. Anchor verification calculations and structural analysis, complying with FBC 5t
Edition (2014), dated 07/08/15, complying with FBC 6" Edition (2017), dated
10/12/17 prepared by Al-Farooq Corporation, signed and sealed by Javad Ahmad, P.E.
2. Glazing complies with ASTM E1300-09
Sifanq Zhao

Sifang Zhao, P.E.

Product Control Examiner

NOA No. 17-1102.23

Expiration Date: May 27, 2019
Approval Date: January 11, 2018



Eco Window Svstems, LLC.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

D. QUALITY ASSURANCE
1. Miami-Dade Department of Regulatory and Economic Resources (RER)

E. MATERIAL CERTIFICATIONS
1. Notice of Acceptance No. 16-1117.01 issued to Kuraray America, Ine. for their
“Trosifol® Ultraclear, Clear and Color PVB Interlayers” dated 01/19/17, expiring
on 07/08/19.
2. Notice of Acceptance No. 14-0916.11 issued to Kuraray America, Inc. for their
“SentryGlas® (Clear and White) Glass Interlayers” dated 06/25/15, expiring on
07/04/18.

F. STATEMENTS
1. Statement letter of conformance, complying with FBC 5% Edition (2014), with FBC 6™
Edition (2017), and of no financial interest, dated October 12, 2017, prepared by Al-
Farooq Corporation, signed and sealed by Javad Ahmad, P.E.

G. OTHER
1. Notice of Acceptance No. 15-0728.05, issued to Eco Window Systems, LLC for their
Series “Eco-Guard 200" Aluminum Horizontal Rolling Window - L.M.L”, approved
on 09/03/15 and expiring on 05/27/19.

Sitong Zhao
Sifang Zhao, P.E.
Product Control Examiner
NOA No. 17-1102.23
Expiration Date: May 27,2019
Approval Date: Jannary 11, 2618
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DESIGN LOAP CAPACITY - PSF (X0, OX OR XX SIZES)

DESIGN LOAD CAPACITY — PSF (X0X SIZES)

W/0 REINF. WITH REINY.

GLASS TYPE | GLASS TYPE | GLASS TYPE

WINDOW DMs. | W B '
WIDTH | HEIGHT EXT.(+}] INT.(=) | EXT.C+) | INT.(=) | EXT.(+ ) [ INT.(=)
26-1/2" 4 | 700 | 80.0 | 80.0 | 90.0 | 700 | 80.0
37" 26" 4 | 700 | 800 | 800 | s0.0 | 700 | s0.0
53—1/8" (3 6 70,0 | 80.0 | 80.0 | 20.0 | 70.0 | 80.0
74" g | 700 | so0 | 800 | %00 | 700 | 800
26-1/2" 4 | 700 | 800 | 80.0 | 900 | 700 | 80.0
377 |38-3/8"| & | 700 | 800 | 8o | s0.0 | 700 | 80.0
53-1/8" | (4) 6 | 700 | oo | 8oo | soo | 700 | Bo.O
74" 8 | 700 | 800 | 800 | s0.0 | 700 | 800
26—1/2" 4 | 700 | 800 | 80.0 | 900 | 700 | 80.0
377 |so-ss8" | 4 | 700 | soo | 800 | s00 | 700 | 80.0
53-1/8" | (5) 6 | 700 | 800 | 80.0 | 900 | 700 | 80.0
74" 8 70,0 | 80.0 | BO.O | 90.0 | 700 | 8O.O
26—1/2" 4 | 700 | 800 | 800 | 800 | 700 | 80.0
37" 63" 4 | 688 | 775 | 80.0 | s0.0 | 700 | s0.0
s3-1/8" | 6 | 700 | 700 | 80.0 | 90.0 | 700 | 80.0
74" 8 | 700 | 700 | 800 | 80.4% 700 | s0.0
24" 4 | 700 | 800 | 80.0 | 80.0 | 700 | 80.0
36" ) 4 | 700 | 800 | 800 | soo | 700 | 800
48" %;') 6 | 700 | 800 | 80.0 | 900 | 700 | 80.0
60" 6 | 700 | 800 | 800 | 900 | 700 | 80.0
72" g | 700 | 800 | 80.0 | 900 | 700 | 80.0
24" 4 | 700 | 800 | 80.0 | 900 | 700 | 80.0
36" ] 4 | 700 | 800 | 800 | s00 | 700 | so.0
48" fi) & | 700 | 800 | 800 | 900 | 700 | 80.0
60" 6 | 700 | 800 | 800 | s00 | 700 | 800
72" 8 | 700 | 800 | 800 | 900 | 700 | 80.0
24" 4 | 700 | 800 | 80.0 | 900 | 700 | 80.0
36" ) 4 | 700 | 800 | 800 | 900 | 700 | s0.0
48" ‘('g) & | 700 | soo | oo | s0.0 | 700 | 800
60" 5 | 700 | 800 | 800 | 90.0 | 700 | 80.0
72" 8 | 700 | 800 | 800 | 00 | 700 | 800
24" 4+ | 700 | 800 | 80.0 | 900 | 700 | 80.0
36" ) 4+ | 700 | 800 | 800 | s0.0 | 700 | s0.0
48" ?g) 6 | 700 | 700 | 800 | 900 | 700 | 800
50" 6 | 700 | 700 | 800 | s00 | 700 | 800
72" 8 | 700 | 700 | 800 | 87.6% 700 | 800

A = NO. OF ANCHORS PER HEAD & SILL

»

= NO.

OF ANCHORS PER JAMB

* MAX. LOAD FOR THESE SIZES IS —90.0 PSF
WITH (4) ANCHORS AT MTG. STILE ENDS

7 2
@ =

LEFT AND RIGHT VENTS TO BE OF EQUAL GLASS BLO WIDTHS

"XO OR OX’

W/0 REINF. WITH REINF.

GLASS TYPE GLASS TYPE GLASS TYPE

WINDOW DIMS. A '\ ‘B ¢t
WIDTH | HEIGHT EXT(H) | INTA=)  EXT.(H) | INT.(=) | EXT.(H) | INT.(=)
74" 26" 9 70.0 | 80.0 | 800 | 90,0 | 70.0 | 80.0
106-1/4" ) 12 700 | 80.0 | 800 | s0.0 | 700 | 80.0
111" 12 70,0 | 80.0 | 800 | 90,0 | 700 | 80.0
L Jan |2 70.0 | 80.0 | 800 | 90.0 | 70.0 | 80.0
106-1/4" " () 12 70.0 | 80.0 | 800 | 90.0 | 70.0 | 80.0
111" 12 70.0 | 80.0 | 800 | 90,0 | 70.0 | 80.0
74" |eos /5" 9 70.0 | 80.0 | s0.0 | 90.0 | 70.0 | 80.0
106-1/4"1 " oy 12 70.0 | 80.0 | 80.0 | 90.0 | 70.0 | 80.0
11" 12 70.0 | 80.0 | 80.0 | 90.0 | 70.0 | 80.0
74" i 9 70,0 | 70,0 | 800 | 90,0 | 70.0 | 80.0
106—1/4" 6: 12 70.0 | 700 | 80.0 | 828 70.0 | 800
111" © 12 70.0 | 70.0 | 80.0 | 804 700 | 800
72" 9 70.0 80.0 80.0 90.0 70.0 80.0
84" 24" 9 70.0 | 80.0 | 80.0 | 90.0 | 70.0 | 80.0
96" (3) 12 70.0 | 80.0 | 80.0 | 90,0 | 70.0 | 80.0
108" 12 70.0 | 80.0 | 80.0 | 900 | 70.0 | 80.0
72" 9 70.0 | 80.0 | 800 | 90.0 | 70.0 | 800
84" 36" 9 70.0 | 80.0 | 80.0 | 90.0 | 70.0 | 800
96 4 12 70,0 | 80.0 | 80.0 | 900 | 70.0 | 80.0
108" 12 700 | 80.0 | 800 | 200 | 70.0 | 800
72" 9 70.0 | 80.0 | B0.0 i 80.0 | 70.0 | 800
84 48" g 700 | 80.0 | 800 | ¢0.0 | 70.0 | 80.0
96" (5) 12 700 | 800 | 800 | 90,0 | 70.0 | 80.0
108" 12 70,0 | 80.0 | 800 | 90,0 | 70,0 | 800
72" 9 70,0 | 70.0 | 80.0 | s0.0 | 70.0 | 80.0
84" 60" 9 70.0 | 700 | 80.0 | 900 | 70.0 | 80.0
98" (6) 12 | 70.0 | 700 | 80.0 | s0.0% 70.0 | 800
108" 12 70.0 | 700 | 800 | 87.6% oo | s0o

A = NO. OF ANCHORS PER HEAD & SILL

= NO.

OF ANCHORS PER JAMB
* MAX. LOAD FOR THESE SIZES S -—80.0 PSF

WITH (4) ANCHORS AT MTG. STILE ENDS

(1/3w)

e

=

(1/3W)

e
7
s

(1/3W)
7.

s

OPERATING VENTS TO BE 1/3 OF THE WINDOW WIDTH

Xox'

ALL EXTERIOR(+) LOADS SHOWN ON THIS SHEET ARE
FOR WINDOWS WITH ADD—ON RISER AT FRAME SILL

FOR STD. SILL (NO RISER) LIMIT EXT.(+) LOADS TO 67.0 PSF
SEE SHEET 3 FOR DETAIL.

7 "
DESIGN LOAD CAPACITY - PSF (X0X SIZES) ku &
o~
W/0 REINF, WITH REINF. m n
GLASS TYPE | GLASS TYPE | GLASS TYPE — 3
WINDOW DIMS. A 'y ‘B’ ‘o 4 =R 3
[+
WIDTH | HEIGHT EXT.(+) | INT.(=) [ EXT.(+) | INT.(=) | EXT.(+) | INT.(=) Q E ‘m”g 2‘
74" 26" 9 70.0 | 800 | 800 | 80.0 | 70.0 | 80.0 E s =8 )
106-1/47 3 12 70.0 | 80.0 | so.e | 80.0 | 70,0 | =00 o %o o 712
N
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106-1/471 7 4y 12 - -~ 80.0 | 90.0 | 70.0 | 80.0 O57m
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 —————
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5750 1067 < ITEM| PART # | QUANTITY |DESCRIPTION MATERIAL | MANF. /SUPPLIER /REMARKS
& 1 FY201 1 FRAME HEAD 6063-T6 | —
! [ 3/16" 1" 2 FY202 1 FRAME SILL 6063-T6 | —
500 | 715 1 rf = = 3 FY203 1 SILL TRACK INSERT 6063-T6
L I T 1434
g TN Ng—v 4 FY205 AS REQD. | MOV. FRAME JAMB 6063-T6 | —
062 > R > 5 FY101 AS REQD. | FIXED FRAME JAMB 8063-T6 | —
5940 082 1.718 1 140»] , 6 Fr104 1/ VENT | FIXED MTG. RAIL 606316 | —
’ ’ @ @ 7 FY105 1/ VENT {VENT INTERLOCK 6063-T6 | —
8 FY206 1/ VENT |JAMB STILE 6063-T6 | —
I (8) VENT TOP/BOTTOM RAIL STEEL REINFORCING 9 FY107 2/ VENT | TOP AND B0OTTOM RAIL 6063—T6 | —
-8;3 5085 10 FY108 AS REQD. | GLAZING BEAD (LAM. GLASS) 6063-T6 | —
. -519T—“| — |ea130 10A FY110 AS REQD. | GLAZING BEAD (INSUL. LAM. GLASS) | 6063-T6 | —
1,250 _ _
et 140 k1610 q ; e 11 AS REQD. | REINFORCING BAR STEEL
719 45 8O3 0a5-o 803 12 - AS REQD. | REINFORCING BAR STEEL -
@ FRAME HEAD LI t } 13 FY204 AS RTEQD. | ADD-ON SILL RISER 6063~T6 | USE AS REQD.
2246 J 1047 |- I P 14 FY208 4/ VENT | ROLLER HOUSING & GUIDE CELCON | -
1'1;*0 ; 062 15 FY208 2/ VENT | ROLLER BRASS | —
. o . 16 210 2/ VENT | ROLLER PIN ST. STEEL |-
1.140 1.610 S GLAZING BEADS @ FY _ /
g 17 48 X 1 AS REQD. | FRAME/VENT ASSEMBLY SCREWS CRS P.H. SMS
f o1 344 —o] 18 48 X 3" 2/ VENT | FIX. RAIL SILL SCREWS (SILL END) CRS P.H. SMS
'aﬂ 19 w23181 AS REQD. | FIN SEAL WSTRIPPING - ULTRAFAB
T — JAMB STILE 20 | Q3007190 | AS REQD. | BULB SEAL Q-LON | SCHLEGEL
| 058 21 E207 AS REQD. | BULB SEAL SANTOPRENE | ULTRAFAB, DUROMETER 6545
2.063 22 E203 AS REQD. | GLAZING BEAD BULB SANTOPRENE | ULTRAFAB, DUROMETER 65+5
3.876 - o1 |£~1.250H= 23 FLB—50 AS REQD. | GLASS SPACER SILICONE | FRANK LOWE
’ ’ 24 SL203P 2/ VENT | SWEEP LATCH - SULLIVAN & ASSOC.
S 25 | #8 X 1/8" | 2/ LATCH | LATCH INST. SCREW ST. STEEL | OH SMS
1.140 062 1.340 26 WAL 2/ WDW. | WEEP VALVE - PREFERRED ENG. PRODUCTS
— ' 27 - 1/ VENT |5/16" BOX SCREEN - OPTIONAL
500 L 28 FY120 - FLUSH FRAME ADAPTER 6063—-T6 | OPTIONAL
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